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ALL IRRIGATION LINES TO BE INSTALLED UNDER HARDSCAPE AREAS SHALL 3/4" WATER METER TO BE INSTALLED BY PUBLIC UTILITIES DEFT,
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1—1" RIGID STEEL ALL IRRIGATION LINES TO BE INSTALLED UNDER HARDSCAPE AREAS SHALL @ 3/4" WATER METER TO BE INSTALLED BY PUBLIC UTILITIES DEPT., ™ \ Q
BE INSTALLED IN SCH. 40 P.V.C. SLFEVES, SLEEVE SIZE SHALL BE TWICE WATER DIVISION : *,4" Q
THE DIAMETER OF THE IRRIGATION PIPE SIZE. (MIN.) . o
INSTALL 2" DIA PV.C. SCH.J40 SLEEVING, EXTENDING 1’ INTO PLANTING X
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SHALL BE INSTALLED IN 2" SCH. 40 P.V.C. SLEEVES (MIN.) OR CITY APPROVED EQUAL W/TRAFFIC COVER, AT EACH END,” FOR 7600
ALL IRRIGATION VALVES, GATE VALVES, QUICK COUPLERS AND BOXES ARE IRRIGATION- CONTROL WIRES Ql
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AREA OF WEDIAN, $8=titt COVER, FOR IRRIGATION SUPPLY LINE [
2 55°

SYMBOL | DESCRIPTION bk DETAIL| REMARKS SYMBOL | DESCRIPTION , REMARKS
") GRISWOLD 2000 REMOTE CONTROL VALVE — SIZE PER PLAN 4 SIZE PER PLAN X RAINBIRD 1812—MPR—-22H-SS STREAM SPRAY 18R 1.61 GPM
{ ) TORO PRV15025 PRESSURE REGUIATOR 7—40 GPM — 25 PS/ SIZE PER PLAN \" RAINBIRD 1812—MPR—15H SPRAY SPRINKLER 15'R 1.85 GPM
>4 NIBCO T—113 GATE VALVE 7 LINE SIZED v RAINBIRD 1812—-MPR—15—VAN SPRAY SPRINKLER 15°R 0.93 GPM
RAINBIRD ESP-MC CONTROLLER (NO. OF STATIONS PER PLAN) 6 4 REQUIRED O RAINBIRD 1812—-MPR—12H SPRAY SPRINKLER 12'R 1.30 GPM
> RAINBIRD 44LRC 1° QUICK COUPLER 3 N RAINBIRD 1812—MPR—12—-VAN SPRAY SPRINKLER 12'R 0.67 GPM
——— PRESSURE MAINLINE PVYC SCH 40 — SIZE PER PLAN SIZE PER PIAN | RAINBIRD 1812—MPR—8H—FLT SPRAY SPRINKLER 5'R 0.79 GPM
— NON-PRESSURE LATERAL LINE PVC CL200 SIZE PER PLAN Y RAINBIRD 1812—MPR—-8—VAN SPRAY SPRINKLER S5R 039 GPM
= = PVC PIPE & WIRE SLEEVE — SIZE PER PLAN OR 2X PIPE DIA @) RAINBIRD 1812—MPR—15CST SPRAY SPRINKLER 4'x30° 1.21 GPM
NOT SHOWN | UF DIRECT BURIAL CONTROL WIRE, SOLID COPPER NOT SHOWN o RAINBIRD 1812—-MPR—15EST SPRAY SPRINKLER 4'x15° 0.61 GPM
>4 FEBCO 825Y R.P. BACKFLOW PREVENTER W/WILKENS 2 SIZE PER PLAN a
500 YBSR ‘PRESSURE REGUIATOR/STRAINER

X SEE SHEET I5 OF 5 FOR DETAILS
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et e -

SET VALVE BOX FLUSH ' ROUND CONCRETE VALVE

W/ CONCRETE BOX W/CAST IRON COVER
1”@ TURF
- v
2" @ GRONDCOVER FINISH GRADE NOTES
l e 1) EACH VALVE SHALL HAVE ITS OWN TEE OR ELL CONNECTION
I—' '—i TO THE MAINLINE. NO MANIFOLD CONNECTIONS
1 o e e e e N (R e e e e 2) PROVIDE MINIMUM 3’ CLEAR DISTANCE BETWEEN VALVES

1.
=== ==
Z”|:|”:-”|--:-MF—ME :
I =

Wil

6" PVC CLASS 160
NON—-HINGED CAST IRON COVER

V/4
*2E
28N
6" MIN.

2 o

3 o | |

: MINMUM 1 CUBIC

N %0 FOOT PEA GRAVEL FINISH GRADE:

PLASTIC PIPE CONCRETE VALVE BOX WITH LOCKING

_|||:|||: 3) INSTALL VALVE BOX IN A MANNER THAT BOX DOES NOT
T REST ON ANY IRRIGATION LINE

STATION NO. STENCILED ON LID

SOLDER CONNECTION SCOTCHCOATED
SPLICE W/WATERPROOF WIRE CONNECTORS .

(TP).

MAIN LINE PVC MALE ADAPTER BRASS BODIED GATE

VALVE, LINE SIZE

24" EXPANSION LOOP
T T 1 p\/
- II=E=EEES

L— soueno

TYPICAL GATE VA | \
7 LVE ASSEMBLY W2k e o
NO SCALE . g ] TTT—TTT—TTT —] ||
4] R L s B R raran T
L === = =]
1 :m:m:m:m:m:
e ===
3 SCH 80 PVC NIPPLE
[} (TP.)
NOTES f) / \ \ 3 PILOT WIRE
1) INSTALL BACKFLOW DEVICE SQUARE WITH HARDSCAPE ELEMENT \Z
AS APPROVED BY THE PARK PROJECTS INSPECTOR IN THE FIELD
2) MODIFY HANDWHEELS AS DIRECTED OR REMOVE & TURN OVER TO :
PARKS PROJECTS INSPECTOR AT FINAL INSPECTION COMMON WIRE WHEN LESS THAN 10’ OF HORIZONTAL

REDUCED PRESSURE OR DOUBLE CHECK VALVE BACKFLOW DEVICE
AS SHOWN ON PLANS

BRONZE BODIED 'Y’ STRAINER

DISTANCE IS AVAILABLE TO CHANGE
DEPTH OF PIPE, USE 45° ELL FITTINGS
TO TRANSITION CHANGE IN GRADE

H0 CobSE Y st a 4 TYPICAL AUTOMATIC VALVE

NO SCALE

ECCENTRIC ELBOW
(TP.)

BELL REDUCE AS NECESSARY
@ EACH SIDE OF BACKFLOW DEVICE

LINE SIZED GALV. RISER (TYP)
WRAP ALL GALV. PIPE W/DUCT

TAPE WHERE EXPOSED ;,"0 THE SOIL LINE SIZED GALV. UNION (TYF.)

12° MIN
30" MAX

/F/N/SH GRADE

g e g e e e e e
= =T T = T =
EEEEEEE

I

///7|/||///
fl
T
T
Tl

T -
| d=""
CONC. FOOTING — MIN ONE CU. FT. EACH
GATE VALVE
GALV. ELBOW FITTING (TYP.)
PVC MALE ADAPTER (TYP)
PVC MAINLINE — SIZE AS SHOWN ON PLANS (TYP.)
WATER METER AS SHOWN ON PLANS
I 1
NO SCALE
FINISH GRADE PLANTER AREAS: FINISH SURFACE OF CURB OR CONC.
+ ’ TWO PIECE BRASS BODIED QUICK
COUPLER VALVE W/LOCKING VINYL CAP
N NI~ |
W7 N« —r SECURELY STAKE W/#4 X MIN 24" LONG
l \\%\ § / REBAR STAKE & zé'frl/q//vwss STEEL
CLAMPS. TOP OF STAKE TO BE MIN 1/2"
) BELOW FINISH GRADE
ﬁ § ———— SCH. 80 P.V.C. RISER
90" SCH. 40 PV.C. ELL TxT
n/ *
| 90" PVC STREET £1L ;
\ . SCH. 80 PVC MIPPLE — 6" MIN. LENGTH
¢ =
S MAIN LINE
ELEVATION
P =3 P MAIN LINE
¢ 4
90" PVC STREET ELL
S
£ REBAR STAKE
o
|
Q 1 SCURB OR STAMPED CONCRETE ) ‘ /
, MIN. 1" DIA. BLUE DOT PAINTED ON CURB
B .
“ AN
PLAN VIEW
5 TYPICAL "- QUICK COUPLER I/AZ VE |
NO SCALE ‘

1" SCH. 80 RV.C. BY PUBLIC UTILITIES

2-#12 CU. THW WIRES, CONTRACTOR TO
PROVIDE A COIL OF WIRE SUFFICIENT
LENGTH TO REACH THE UTILITIES OVERHEAD

SECONDARY LINE. IDENTIFY NEUTRAL.

PUBLIC UTILITIES DEPT. WILL MAKE SERVICE
CONNECTIONS. CONTRACTOR SHALL NOT
MAKE THE CONNECTION. SEE POC. ELECTRIC

2" MIN. CLEARANCE

] / ABOVE LATERAL

/

SCHEDULE 40 LATERAL

MNOTE NO. 5.

LOCATION OF RISER CONDUIT ON\
POLE TO BE SPECIFIED BY
UTILITIES DEPARTMENT

PIPE STRAPS —_]

10" MINIMUM

1” RIGID STEEL (HDG) CONDUIT — ]

|

\
\
/

1"RIGID STEEL (HDG) CONDUIT

18" RADIUS MIN, (TYR)

",'Illnll

STAMPED BRASS TAG 1/2° X 1”
/ W/1/4" HIGH SEQUENCE NUMBER

EPOXY—ENCAPSULATED 24 VOLT

/7

=

7" DB 00/\/0(//7/

LE MEUR 42" ENCLOSURE MODEL V
/ FACTORY PAINTED BEIGE WITH /
CONVENIENCE OUTLET & HINGED

FINISH GRADE PLANTER AREAS FINISH SURFACE OF CURB OR CONC.
» 12”7 HIGH~-POP HEAD : 7 T | — WEATHER PROOF ELECTRICAL CONTROLLER
/ |t SECURELY WALL MOUNTED TO LE MEUR
\ / ENCLOSURE
.

VLS
N

| STA—KON OR WIRENUT CONNECTIONS
= (SCOTCHLOX & PENTITE NOT ACCEPTED)

INSTALL AN INSULATING ELECT. = |
BUSHING @ CONTROLLER /
15 AMP BREAKER IN SQUARE D SINGLE
+— | BREAKER BOX MODEL Q02-4L705 OR
SCH. 80 FV.C. RISER Py EQUAL. MAKE 120V POWER & GROUND
H CONNECTION @ BREAKER BOX. MOUNT
3’ EXP. LOOP OF WIRE IN ENCLOSURE
90" SCH. 40 P.V.C. ELL TxT NEATLY TIED W/ZIP-LOCK
2 STRANDS #12 CU THW WIRES IN 1”
90" PVC STREET ELL / GALV. CONDUIT TO POWER SOURCE.
: | BOND SERVICE CONDUIT TO BREAKER
SCH. 80 PVC NIPPLE — 6" MIN. LENGTH '/
] ~ / 1/2" FLEX CONDUIT W/#8 CU WIRE
ELEVATION FYE AL e - SECURELY ANCHOR ENCLOSURE T0
e . ... FINISH GRADE- CONCRETE PAD
_— 5” o
” ~~ N :
TEE 1”_IN_TURF PVC SLEEVE FOR GROUNDING ROD
- o Ve LATERAL LINE 2" IN GROUNDCOVER &n q
— ) , 2 -
: T 7
T e T T =P T T -0 L N e A s e N e N M R e R
ol = 90° PVC STREET ELL 1 lg ==IE=E é/ EIEIEIEETEIEE
S
plomsl < 13‘?«* T CONCRETE BASE — EXTEND IN FRONT
SPRINKLER HEAD 3 * OF CABINET SUFFICIENT DISTANCE TO
L WLER HEA S [ ALLOW UNOBSTRUCTED AREA FOR
‘ 1 DOOR SWING FREE OF PLANTINGS
L 1 c
RB OR STAMPED CONCRETE
$ ! $‘\CU G or S ——————— 5/8" X 8 DRIVEN COPPER GROUNDING
! < - L.V. DIRECT BURIAL WIRES TO ROD._LOCATE INSIDE ENCLOSURE.
S CONTROL VALVES NOTE: DRIVE ROD PRIOR TO INSTALLING
3R ENCLOSURE
of
90" SWEEP ELL (INSTALL 1”
PM N V/EW MIN. ABOVE CONC. BASE) SIZE
AS NECESSARY FOR NO. OF
WIRES/STATIONS ON CLOCK
NO SCALE ‘ NO SCALE
POINT OF CONNECTION ELECTRIC NOTES
7. ALL FACILITIES INSTALLED BY THE CONTRACTOR SHALL BE ,
INSPECTED AND APPROVED BY THE UTILITIES DEPT CONSTRUCTION /
INSPECTOR (PH. 782-5429). ANY CHANGES SHALL BE APPROVED -
BY THE UTILITIES DEPT. PRIOR TO EXECUTION. THE CONTRACTOR —
_ SHALL BE RESPONSIBLE FOR COORDINATING ALL PHASES OF
' CONSTRUCTION WITH THE UTILITIES DEPT. CONSTRUCTION
INSPECTOR AND CONSTRUCTION SUPERINTENDANT (PH. 351-6173)
2. ALL IRRIGATION CONTROLLER FEED POINTS TO BE CONNECTED
BY PUBLIC UTILITIES DEPT. AND ENERGIZED WHEN CLEARED
BY UTILITIES DEPT. INSPECTOR.
_ 3. ALL WIRE TO BE #12 CU. THW.
.y 4. CONDUIT AND FITTINGS TO BE IN CONFORMANCE WITH UGS—100.
be BACKFILL TO BE TYPE AND COMPACTED AS SPECIFIED IN UGS—100.1.
5. PROVIDE RELEASE LETTER AUTHORIZING ENERGIZATION, SIGNED BY
RESPONSIBLE PERSON IN CHARGE. OBTAIN FORM LETTER FROM
UTILITY INSPECTOR.
ENCLOSURE & CONTROLLER ENCLOSURE & CONTROLLER
EXISTING PAD MOUNTED
RANSFORMER
| | 2412 CU. THW WIRES, CONTRACTOR TO | |
PROVIDE {5° OF WIRE BEYOND END OF
’ ’ CONDUIT AND IDENTIFY NEUTRAL. ‘ ’
| L[ -0 C ’ | ) 1 ] C |
U=THE e el = = = =l T |— I=E=ES i ===

Y

Il el el N CE T

74

>,

~—————54'"x8’ DRIVEN COPPER = CoNTRACTOR T0 WSTALL 1" 0B CONDUITINTO_TRANSFORMER

GROUNDING RAD PAD AS— R HoAD =A== ON AR trt4 AS DIRECTED
- BY PUBLIC UTILITIES DEPT. INSPECTOR. PUBLIC UTILITIES DEPT. /
WILL MAKE SERVICE CONNECTIONS. CONTRACTOR SHALL NOT
MAKE THE CONNECTION.

TYPICAL OVERHEAD | 5 TYPICAL UNDERGROUND

- ELECTRIC CONNECTION

ELECTRIC CONNECTION

NO SCALE

NO SCALE
¥ AS BUILT ',7/7/93 RJM
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