Sectmn 4216/4217 of the 1
\ Code requires a Dig Alert fﬁeﬁ’c«ﬁcstvcm .
\ Number to be issued before a "Permit to
\Excavate” will be valid. For your Dig Aiert
| 1.0, ‘Number call

CALL TOLL FREE
48 HOURS BEFORE YOU DIG

'uwmwwwsmwxﬂﬁr_
1-800-227-2600_

GENERAL NOTES:

@ EXISTING UTILITIES SHOWN ON THE PLAN ARE PLOTTED FROM UTILITY

' RECORDS. THE CONTRACTOR IS REQUIRED TO TAKE DUE PRECAUTIONARY
MEASURES TO LOCATE AND PROTECT ALL UTILITIES WHETHER OR NOT SHOWN
ON THIS PLAN.

CONTRACTORS BIDDING THIS WORK SHAL

ALL ELEVATIONS SHOWN ON THE PLAN SHALL BE STAKED IN THE FIELD.

L HAVE A CLASS "A""C-34", OR

SPECIFIC CONSTRUCTION NO'

NUMBERS ABOVE 100 IN A HE
/ REFER T‘. THE RESPE

WITH THE CITY OF RIVERSIDE
;f Cﬂ*‘lCATK)Nﬁ FOR PUBLIC WORKS

SHALL EITHER BE BACKFILLED AND COMPACTED PER STD. DWG. 453
. COVERED WITH TRAFFIC RATED STEEL PLATES AT THE END OF EACH WORK

DAY AS SPECIFIED IN THE SPECIAL PROVISIONS.

WATER VAL VES ENCOUNTERED DURINC PIPELINE CONSTRUCTION OR DURING

STORATION OF SURFACE IMPROVEMENTS SHALL BE PROTECTED IN PLACE,

iSTORED TO PRECONSTRUCTION CONDITION AND/OR ADJUSTED TO GRADE.

UNDER WmER, THE camc‘rea SHALL
EXCAVATE AN ADDITIONAL 6 IN

CLSM TO TOP OF
PIPE BELL PER
SPECIAL PROVISIONS

SHALL BE RESPONSIBLE FOR LOCATING AND
j ALS FROM THE MAINLINE TO PROPERTY LINE ON
NCES (SFR).

IPE JOIN “S FOR PROPOSED PIPES SHALL BE TYPE "G", PER SECTION 208-2.3 OF
THE STANDARD  SPECIFICATIONS. PIPE JOINTS FOR JOINING EXISTING VCP TO

GEOTECHNICAL REPORT mmﬁ APRIL6,2011.

ARLINGTON A

@

LOCATE LATERAL AND CONSTRUCT S EWER CLEANOU
PER DETAIL ON SHEET 5

ABANDON EXISTING SEWER PIPE AND MAN
IN PLACE

PROPOSED VCP SHALL BE TYPE "Z", PER SECTION 208-5 OF THE STANDARD
SPECIFICATIONS.

3/4" CRUSHED ROCK

27" AND 36" VCP PIPE BEDDING
| NO SCALE

CONTRACTOR SHALL PLACE CLSM "WATER STOP" AT 25 FOOT
INTERVALS ALONG THE TRENCH. THE CLSM "WATER STOP"
SHALL BE 1 FOOT WIDE AND PLACED AT JOINT LOCATIONS.

HOLES

L TRAFFIC SiGNAL MAINTENANCE PERSONNEI

N{) hm;:; THE NECESSARY TIMING ADJUSTME EXISTING SEWER TO REMAIN IN SERVICE

PROTECT AND SUPPORT IN PLACE

REMOVE INTERFERING PORTIONS OF EXISTING
SEWER PIPE AND/OR MANHOLE.
EXISTING MANHOLE MIGHT BE COVERED. LO

ABANDON AND RETURN LANDSCAPING TO ITS ¢
CONDITION

ABANDON EXISTING 36" VCP AND BULKHEAD BOTE
ENDS OF THE PIPE.

CONNECT EXISTING SERVICE LATER
PROPOSED 27" VCP PER STANDARD D

ABANDON MANHOLE AND REMCE STAMPED
CONCRETE TO MATCH EXISTING. '

27" VCP ADDITIONAL ENCASEMEN’P SEE DETAIL "A"
PER SHEET 3.

CONNEC’F PROPOSED 3 " VCP‘ TO EXI ?‘%G 1] T

HE EXCEPTION THAT G : ‘LN"I‘BEREQ;” FAVEWNT
SHALL BE 9" D.G A.C. OVER 16" CRUSHED AGC REGATE BASE.
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AT THE CONTRACTOR'S DISCRETION, A TEMPORARY
CONNECTION TO NEW MAN :
THE. comgmaﬁ WILL A

" PROJECT —
= LOCATI(C):?} SITE

®

PROPOSED 37+ SEWER zs IN
CONTRACTOR SHALL REMOVE |
EQUIPMENT AT THE END O

NTS

G o | ;5 . PROJECT LOCATION MAP
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SEWER STATION 24+00 ” i @4 (TYP.) : e
NO SCALE - VAN BUREN BLVD NO SCALE
~ | SEWER STATION 28+20

(TYP.)
NO SCALE
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BENCHMARK ENGINEER IN

RESPONSIBLE CHARGE

CITY OF RIVERSIDE, CALIFORNIA | VAN BUREN SEWER
PUBLIC WORKS DEPARTME! o
s —— REPLACEMENT- PHASE 1

APPROVED BY
Lo , f 'FROM S'LY JACKSON STREET
‘ TO WELLS AVENUE

SCALE: AS SHOWN

| G3—A2 BRASS DISK STAMPED "G3-A" IN Al
WELL MONUMENT AT THE INTERSECTION OF
VAN BUREN BLVD. AND COLORADO AVE.

APPROVED BY | BY |DATE
PRINCIPAL ENGINEER X' s
o 1 INSPECTOR B, o
|47 7 e @ &7 | SURVEYOR e |aF7iY
o A ENGINEERING MANAGER L e
’ : 2 REEVSS!ONS : | APPR. | DATE NEINEER T e gﬁ;;?$ g
~ S ‘ ‘ oate 44T/

DESIGNED BY . ML DRAWN ‘BY ML cHeckep By Lebs ? f

, EN BLVD
SE’WER STATI'N 20+00

aTYP.)

| ELEV- 742228 (NovD 29)
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IMPORTANT NOTICE
Section 4216/4217 of the Government Code |
requires ‘a Dig Alert: Identification -~ ;
Number to be issued before a
"Permit to Excavote” will be volid,
For your Dig Alert 1.D. Number: cali
7 A CALL TOLL FREE
/ % / 48 HOURS ‘BEFORE YOU DIG )
- - " UNDERGROUND SERVICE ALERT |
~~~~~~~~~~ —-800-227-2600 |
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INSTALL 323.65 LF OF a5 INSTALL 288. ss LF OF
27" VCP @ S=0. pQ14 : P Lo pd g - - * NOTE GR@U%WATEH ELEV T ON

DATED APRIL 6, 2011 AND |
INCLUDED IN THE SPECIAL
PROVISIONS

, ; " ' 27" VCP @ S=0.001 ,
CASE IV (M) BEDDING | e it CASEIV Ff}%DDIT% | | IS _FROM GEOTECHNICAL

R 12 B 15 16 17

1

13+58.65 SEWER MH #3 =
56+23.54 @ 34.00' Lt.= |
CL VAN BUREN

SEWER LINE DATA
000 | S2316'W
] 32865 ' g 2@3;1 o5 W
| 29135 | S0°5725"W

CL VAN BUREN

52+64.95 @ 41.00' Lt.=
52+94.94 @ 40.30 Lt.=
CL VAN BUREN

10+00 EXIST. SEWER MH #1

JACKSON ST - - !
o ® SPECIFIC CONSTRUCTION NOTES

NUMBERS ABOVE 100 IN A HEXAGON QN THE
PLAN REFER T{D THE FZESPE L S AR

\ 10+30.00 SEWER MH #2 =

.
S |

5941
PL
5775

PRIVATE D/ w

‘ Gwé- DEPTH 11 ET.

(C.A.B.) AND CLSM SI
BELL. CLSM MIX sﬁ'

|

62'

45'
53'

ADDmGﬁAL '6 INCHES AND
PRIOR TO SETTING 12-INCE
%DETAIL ON SHEET 1.

GEOTECHNICAL BORING NUMBER &ND ~ N.
PER GEOTECHNICAL REPORT INCLUDED IN THE
SPECIAL PROVISIONS. :

ABANDON EXISTING SEWER PIPE AND MANHOLES
IN PLACE

EXISTING SEWER TO REMAIN IN SERVICE
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SEWER STA. 16+50 MATCH SHEE‘I‘ 3

ABANDON EXISTING 36" VCP AND BULKHEAD
BOTH ENDS OF THE PIPE.

CONNECT EXISTING SERVICE LATERALS T
PROPOSED 27" VCP PER STANDARD DRAWING
562.

CONNECT PROPOSED 36" VCP TO EXISTING
36" VCP STUB AND REMOY

FROM THE STRUCTURE'S CHA!
$-2064, DETAIL "F* SHEET 1.
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) ENGINEER IN
RESPONSIBLE CHARGE

CITY OF RIVERSIDE, CALIFORNIA | VAN BUREN SEWER [ S m— 5@23
PUBLIC WORKS DEPARTMENT : E
| ' 'REPLACEMENT- PHASE IT ]

APPROVED BY
PRINCIPAL ENGINEER FROM SsLY J ACKS ’; /"fv"
— ek | oo TO WELLS AVEN

INSPECTOR
f'agsem o w,___h@_amw BY__,;L___CHECKED mwl_ HORIZ. SCALE: 1" = 40’  VERT. SCALE: 1" = 4’ |SHEET _ 2 _OF_

SURVEYOR

| 6G3-A2 BRASS DISK STAMPED "G3-A" IN A
| WELL MONUMENT AT THE INTERSECTION OF
|| VAN BUREN BLVD. AND COLORADO AVE.

. 43216

\ % \ Exp. 03»—31«-2012

| ELEv— 742.228 (NGVD 29)

ENGINEERING MANAGER

RC.E No, 43216 expires 03-31-2012




- Ssctronn 4216/427? of“’tf;e G;:vemmént Cop'e
— requires . a. Dig Alert ldent:f;cmzan
Number to be :ssued before o
"Permit to Excavate” will be valid:
- For your Dig Alert ‘1.0, Number coli
CALL TOLL FREE
48 HOURS BEFORE YOU DIG ‘
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i ms:p 11.380.171LFOF | ' | INSTALL 135.00 LF OF L
e : e R 27" VCP @ S= 0 14 , : , " : R — 27" VCP S=010014 —! ‘-"""V
CASE IV (M) BEDbING | - CASE IV (M) BEDDING |

{3k NOTE: GROUNWATER ELEVATE@N 1
IS FROM GEOTECHNICAL REPORT ' |
DATED APRIL 6, 2011 AND -
INCLUDED IN THE SPECIAL
PROV[S&QNS

SPECIFIC CONSTRUCTION NOTES

. NUMBERS ABOVE 100 IN A HE; G{}N ON THE PI.AN

Ui
(e 8
o8 |

SEWER LINE DATA
L BEARING
93,65 N 0°5725" E
38517 N 0°5725"E
14000 | N0°5743'E
281.18 N 1°37'00" E

AND SHALL BE CONSTRUCTED ACCORDINGLY.
UNLESS MODIFICATIONS ARE NOTED ON THE PLAN
OR COVER SHEET. ANY NUMBER SHOWN B

==

=

4% PIPE BEDDING 6" CGR :

‘ég- (C.A.B.) AND CLSM SLUTGTG?OF
CLSM MIX SHALL BE PER SPECIAL PRO
TRENCH IS UN’ER WATER THE CG RA(

60+08.54 @ 34.00' Lt.=
CL VAN BUREN

17+43.65 SEWER MH #4 =
28.82 SEWER MH #5 =
63+93.71 @ 34.00' Lt.

CL VAN BUREN

a

\ PRIVATE D/W

QF%EWE_RMH-% =
65+33.71 @ 34.00' Lt.=

22+68.8

3
g
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GEOTECHNICAL REPORT E@CLIJ&E e e e
PROVISIONS.
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5503-5655

5375
©
P
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ABANDON EXISTING SEWER PIPE AND MANHOLES IN
PLACE

EXISTING SEWER TO REMAI}

PROTECT AND SUPPORT IN PLACE

—20'—~-23"-

REMOVE INTERFERING PORTIONS OF EXISTING SEWER
PIPE AND/OR MANHOLE.

EXISTING MANHOLE MIGHT BE COVERED. LOCATE AND
ABANDON AND RETURN LANDSCAPING TO ITS ORIGINAL
CONDITION

CONNECT EXISTING SERVICE LATERALS TO
PROPOSED 27" VCP PER STANDARD DRAWING 562.

i
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32
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R STA. 2

27" VCP ADDITIONAL ENCASEMENT. SEE DETAIL "A" PER
SHEET 3.
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63+93.71 VAN BUREN BLVD=
 C.L. INT PHILBIN AVE

- N 2287405.2200

- E6196482.0900

PRIVATE D/W

pos | E | BYPASS PUMPING EQUIPMENT AT THE END OF THE WORK
R/W ¢ R/W o | DAY.

PHILBIN AVENUE

DETAIL "A”

BENCHMARK

, e ' e e | G3—A2 BRASS DISK STAMPED "G3—A" IN Al
\ | ) f ' : ' , : WELL MONUMENT AT THE INTERSECTION OF
—PROP. 27" VCP , , ’, : , | ’ - VAN BUREN BLVD. AND COLORADO AVE. ]

, : | ELEV— 742.228 (NGVD 29)
12" EXISTING | , | | 9 | )
WATER PIPE 1 ' o | _ ; , ,

PROP. 27"
VCP BELL O.D.

ENGINEER IN
RESPONSIBLE CHARGE

INSTALL CLSM TO THE
BOTTOM OF EXISTING
12—INCH WATER PIPE,

3/4" CRUSHED__
ROCK

CITY OF RIVERSIDE, CALIFORNIA | VAN BUREN SEWER |~ " oo |
' REPLACEMENT- PHASE II

APPROVED BY | By DATE APPROV /@Y
el FROM SLY JACKSON STREET
TO WELLS AVENUE

| INSPECTOR
HORIZ. SCALE: 1" = 40°  VERT. SCALE: 1” = 4’ lenes

% | SURVEYOR
| ENGINEERING WANAGER

REVISIONS

pesioneD By ML prawn By _ ML ceckep By _ LLY |




o
@

N
s

7.56
#8

) 1

1

Sectmn 4215/4217 of tha Gcwmment Code

/ UNDERGROUND SERVICE ALERT |—

requires .o Dig Alert Identification
Number ‘to be xssued before o
"Permit to Excavote” will be valid:

For your Dig Alert 1.D. Number call

 CALL TOLL FREE
48 HOURS BEFORE YOU DIG

—800-227-2600
— =
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27" VCP (¢

CASEIV (M

1.1 47.3

51LEC

3 VCP @ S=0.001

4

CASE IV /(M) BEDDING |

>k NOTE: GROUNWATER ELEVATION
IS FROM GEOTECHNICAL REPORT
DATED APRIL 6, 2011 AND
INCLUDED IN THE SPECIAL
PROVISIONS
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33+50.15 SEWER MH #9 =
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SPECIFIC CONSTRUCTION NOTES

DRAWING AND SHALL
ACCORDINGLY. UNL

NUMBERS ABOVE 100 IN A HEXAGGN {JN THE

NOTED ON THE PLAN OR CO\

NUMBER SHOWN BE; OV
‘DRAWING NXEMBER \

DETAIL ON SHEET 1.

o
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13' ~
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32"
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ER STA,
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DATA

L

BEA

68.84'

 $1°3700" W

32872 '

S 0°57'43" W

0nsy

S 0°56'52" W

49385

S 0°56'52" W

PRIVATE D/W

| (B‘ENfCHMARK

36"SD

G3—A2 BRASS DISK STAMPED "G3-A" IN A

I WELL MONUMENT AT THE INTERSECTION OF

VAN BUREN BLVD. AND COLORADO AVE.

ELEV— 742.228 (NGVD 29)

C T A
N 2286560 561
E 6196467.909
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SPECIAL PRONISIONS.
ABANDON EXISTING SEWER PIPE AND MANHOLE

IN PLACE

562.

x@ PRIOR TO SETTING 12.INCH ;

CONNECT EXISTING SERVICE LATERAL
PROPOSED 27" VCP PER STANDARD DRAWIN

EXISTING SEWER TO REMAIN IN SERVICE

PROTECT AND SUPPORT IN PLACE

ABANDON MANHOLE AND REPLACE STAMPEL
CONCRETE TO MATCH EXISTING.

ENGINEER IN
RESPONSIBLE CHARGE

CITY OF RIVERSIDE, CAHFORNLA
PUBLIC WORKS DEPARTMENT

APPRQV

APPROVED BY | BY

DATE

PRINCIPAL ENGINEER

, MARK o

REWS&ONS

APPR.

DATE

INSPECTOR

SURVEYOR

ENGINEERING MANAGER®

“

DESIGNEB BY ___&___ DRAWN BY _MJ_.,; CHECKED BY

LLY

VAN BUREN SEWER

REPLACEMENT- PHASE 11|

FROM S'LY JACKSON STREET
TO WELLS AVENUE

| ACC. No. 9844423203-440301XX

wo. 1021703 |

HORIZ. SCALE: 1" = 40 VERT. SCALE:

'}”:: 4 ISHE




‘requires a Dig Alert dentification

Number to be ;asssd before o
"Permit to Excavote” will be valid.
For your Dig Alert 1:D: Number coll

CALL TOLL FREE
48 HOURS BEFORE YOU DIG

‘ umfﬁeec}zm SERVICE ALERT | 1

T

37+97.45
L MH #11

™
*3

(

SIDEWALK OR D/W PER STD. DWG, 325 OR 302
@>\ 19°( OR AS DIRECTED BY THE ENGINEER

|
|

2%

L\I_Jl =2 MATERIALS
—o

I.
P
oy

6"+

(D BROOKS NO. 9-T VALVE BOX OR EQUAL. (MARKED SEWER)
(2 MECHANICAL STOPPER ST-SERIES BY MISSION RUBBER COMPANY OR CITY APPROVED EQUAL

(3 MINIMUM 4" SEWER PIPE.

WYE PER UNIFORM BUILDING CODE.
=5 (® EXIST. VCP SEWER LATERAL.

OF 1" ROCK —
/ “EXIST. HOUSE (& JOINT TO CONNECT EXIST. VCP TO PROP. VCP SHALL BE TYPE "Z" JOINTS. JOINTS
® \ 6 CONNECTION TO CONNECT PROP. VCP TO PROP. VCP SHALL BE TYPE "G".

L § 9 NOTES:

N~ 1. LID MUST BE CAST IRON AND MARKED SEWER.
2. BACKFILL OVER LATERALS TO BE COMPACTED BY TAMPING ONLY.
—2% UNLESS OTHERWISE

DIRECTED BY THE 3. GRADE PARKWAY AT 2 % TOWARDS CURB OR BACK OF
ENGINEER. SIDEWALK OR AS DIRECTED BY THE ENGINEER.

4. PCC SIDEWALK OR PCC REMOVAL SHALL BE TO THE NEAREST
IR o SCORELINE. HOWEVER, NO LESS THAN 25 SQUARE FEET OF
CLEANOUT DETAIL SIDEWALK OR DRIVEWAY, WITH THE SMALLEST DIMENTION A
NO SCALE MINIMUM OF 4 FEET, SHAILL BE REMOVED AND REPLACED.

5. INSTALL SEWER CLEAN OUT IN THE RIGHT OF WAY LOCATION
AND AS DIRECTED BY THE ENGINEER. WHERE C.O. IS TO BE ¢ o
PLACED IN A DIRT AREA, A 4-INCH THICK, 24"X24" PCC APRON 1
SHALL BE CONSTRUCTED AROUND IT. '

VARIES

6" THK. BED

K ZET

739165 TOP PIPE\,

TeEHTE
J EXIST 6"

& &
\ PROPERTY

TN LB R S J!/i?li/zlfnmmvi.&’é‘l.'?iri:ﬂ?‘r' YA L7

PR B TRU TR Y TLT L THL ML I BTN IR NI A

B TALLTT LTI TN LA DA ARG THL ]

EXISTING

\

£

/L

SEWER STA. 34+00 MATCH SHEET 4

N
jou

731.80 FL
782136 FL
732/41 FL [

L ]

""" “ : one , , ‘ INSI%BSLE;QF e o |

L i | NS s B gt 27" VCP @ S=0.0014 — , S | - - -
| | | | CASE IV (M) BEDDING | 1 /

| INSTALL 27,88 LF OF

27" VCP @ 5=0. ﬁm
CASETV (M) BE G

33 34 | B 36 37 38

U1

60"

g . SPECIFIC CONSTRUCTION NOTES

=

PLAN REFER TO THE RESPECTIVE STANDARD
DRAWING AND SHALL BE CONSTRUCTED
ACCORDINGLY. UNLESS MODIFICATIONS ARE
NOTED ON THE PLAN OR COVER SHEET. ANY
NUMBER SHOWN BELOW THE STANDARD
DRAWING NUMBER INDICATES THE SPECIFIC
%TERNATE ’I‘O BE “ONST.

1 PIPE BEDDING 6“
(C.A.B.) AND CLSM SLURRY TO TOP OF PiPE A
BELL. CLSM MIX SHALL BE PER SPECIA :
PROVISIONS. IF TRENCH IS UNDER WATER, THE
CONTRACTOR SHALL OVER EXCAVATE AN
ADDITIONAL 6 INCHES AND BEWATER TREN{SH
PRIOR TO SETTING 12-INCH C.A:
A\_DETAIL ON SHEET 1. :

.. T

@ LOCATE LATERAL AND CONS’I‘RUCT SEWER CLEANOUT
~/ PER DETAIL ON SHEET 5
@ ABANDON EXISTING SEWER PIPE AND MANHOLES

. NUMBERS ABOVE 100 IN A HEXAGON ON THE

'CL VAN BUREN

CL VAN BUREN

37+97.45 SEWER MH #10 =
80+62.33 @ 30.00' Lt.=

80+95.21 @ 30.00' Lt.=

38+30.33 SEWER MH #11

IN PLACE
EXISTING SEWER TO REMAIN IN SERVICE

60"

PROTECT AND SUPPORT IN PLACE

CONNECT EXISTING SERVICE LATERALS TO
PROPOSED 27" VCP PER STANDARD DRAWING
562.

40"
43

43

60"

g
o
e

= /’m R/W ' o R/W

';i S89'45'37°E.

,0* o

-
80+89.10 VAN BUREN BLVD= (32T 71%2 | 1
"C.L. INT WELLS AVE 44 ; 44 |

N 2285710.061 R/W q. R/W

E 6196453.837 ~ ,
| WELLS AVE

esadeenns

PL

SE&TER LNE DATA

o ENGINEER IN
RESPONSIBLE CHARGE

F{BE‘NCHMARK

CITY OF RIVERSIDE, CALIFORNIA | VAN BUREN SEWER |~ © s |
PUBLIC WORKS DEPARTMENT | , | o V <=1
e W REPLACEMENT- PHASE IT |
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