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INTERCEPT EXISTING PULLBOX

STREET LIGHT NOTES

1. ALL FACILITIES INSTALLED BY DEVELOPER SHALL BE INSPECTED AND APPROVED BY THE

DEPARTMENT CONSTRUCTION INSPECTOR (PH. 826-5636). ANY CHANGES SHALL BE APPROVED BY
THE DEPARTMENT PRIOR TO EXECUTION. THE CONTRACTOR SHALL BE RESPONSIBLE FOR
- COORDINATING. ALL PHASES OF CONSTRUCTION WITH THE DEPARTMENT CONSTRUCTION INSPECTOR AND

DEPARTMENT CONSTRUCTION SUPERINTENDANT. (PH. 351-6173)
2, PROVIDE AND INSTALL ALL STREET LIGHT FACILITIES SHOWN INCLUDING STREET LIGHT CABLE, AS

SHOWN IN CONFORMANCE WITH THE FOLLOWING STANDARD DRAWINGS; UGS-800, 801, & STREET
LIGHT - SPECIFICATION #2-6. .

3, INSTALL A WATERPROOF "IN-LINE” FUSE HOLDER ON THE PHASE LEG CONDUCTOR(S) IN THE
BASE OF EACH STREET LIGHT STANDARD. FUSE HOLDER TO BE "BUSSMAN TRON® #HEB COMPATIBLE
WITH SIZE AND TYPE OF WIRE, WITH A "BUSSMAN® FNM 10 AMP 250V FUSE OR APPROVED EQUAL.

‘4. MARK INSTALLATION DATE ON PHOTO CONTROLS AND LAMPS AS PROVIDED FOR BY MFGR.

5. ACQUIRE A STREET-OPENING PERMIT PRIOR TO EXCAVATING IN STREET RIGHT*OF—WAY.

6. ALL STREET LIGHT FEED POINTS TO BE CONNECTED BY PUBLIC UTILITIES AND ENERGIZED WHEN
CLEARED BY DEPARTMENT INSPECTOR. FEED POINTS TO BE CONFIRMED AT THE TIME- OF
CONSTRUCTION.
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STREET LIGHT LEGEND

STREET LIGHT ELECTROLIER

CONCRETE STANDARD 31’-3" PER ITEM S-8
LUMINAIRE 400W H.P.S. PER ITEM H-4

TO BE FURNISHED WITH L.E.S. TYPE 2,

FULL CUT OFF LIGHT DISTRIBUTION,

LAMP 400W H.P.S. PER ITEM HL—4, AND
\PHOTO CONTROL, ALL PER UGS-800 & UGS-801

1” DIRECT - BURIED SCHEDULE 40 PVC CONDUIT
W/3 #8 C.U. 600 V CABLES

7. ALL CABLETO BE AWG. #8 COPPER AS SPECIFIED IN STREET LIGHT SPECIFICATION $2-6.
(STREET LIGHT CABLE)

8. CONDUIT AND FITTINGS TO BE IN CONFORMANCE WITH UGS-100. BACKFILL TO BE TYPE AND
COMPACTED AS SPECIFIED IN UGS-100.1.

9. THIS IS A 3 WIRE, 240-VOLT MULTIPLE SYSTEM.

10. ALL CONTRACTORS WORKING ON OR AROUND THE DEPARTMENT'S:UNDERGROUND ELECTRICAL
FACILITIES MUST HAVE THE PROPERLY QUALIFIED PERSONNEL AND EQUIPMENT TO PERFORM THE

- SPECIFIED WORK. THE CONTRACTOR WILL BE SOLELY RESPONSIBLE TO ESTABLISH AND MAINTAIN A
SAFE WORKING ENVIRONIMENT INCLUDING, BUT NOT LIMITED TO WORK AROUND ENERGIZED -HIGH

- VOLTAGE FACILITIES, GAS TESTING OF CONFINED SPACES, TRAFFIC AND PROTECTION. THE
DEPARTMENT’S POLICY IS-TO PROVIDE ONE QUALIFIED OBSERVER AFTER 24 HOURS NOTICE, TO
STAND BY DURING WORK AND PROVIDE RADIO CONTACT WITH CITY OPERATIONS CONTROL.

STREET LIGHT PULL BOX (12 X 17 X_ 12)
PER ITEM P1 OF UGS-800 INSTALL PER UGS-320

A EXISTING STREET LIGHT ELECTROLIER
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STREET LIGHT CONDUIT
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11. STREET LIGHT LOCATIONS ARE APPROXIMATE. -EXACT LOCATIONS ARE TO BE DETERMINED IN THE
FIELD.

12. THIS PLAN IS ACCURATE FOR ‘STREET LIGHT FACILITIES ONLY SEE THE IMPROVEMENT PLAN
R-3747 FOR STREET  IMPROVEMENT DETAILS
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